N831

The Regional Director of Facility Engineering to contract with architect to regenerate a set of architectural plans. This process is necessary due to the lack of historically available architectural plans for firewalls in the 100 and 300 hallways. The architect will be submitting these plans to the Tennessee Department of Health for approval, Correction date of January 16, 2013.

---

<table>
<thead>
<tr>
<th>ID PRETAG</th>
<th>SUMMARY STATEMENT OF DEFICIENCIES</th>
</tr>
</thead>
<tbody>
<tr>
<td>N 831</td>
<td>1200-8-6.06 (1) Building Standards</td>
</tr>
</tbody>
</table>

(1) A nursing home shall construct, arrange, and maintain the condition of the physical plant and the overall nursing home environment in such a manner that the safety and well-being of the residents are assured.

This Rule is not met as evidenced by:
Based on observation, the facility failed to have the sprinkler piping installed correctly.

The findings include:

Observation on November 26, 2012 at 3:30 p.m. revealed that sprinkler piping were penetrating through a four (4) hour fire wall in the 100 and 300 halls.

This finding was verified by the Maintenance Director and acknowledged by the Administrator during the exit conference on November 26, 2012.