(2) The condition of the physical plant and the overall nursing home environment must be developed and maintained in such a manner that the safety and well-being of residents are assured.

This Rule is not met as evidenced by:
Based on observation, it was determined the facility failed to comply with the Tennessee Department of Health Building Standards.

The findings included:
During the facility tour on 6/7/10 the following deficiencies were noted and verified by the Assistant Director of Maintenance.

At 9:30 AM, observation of the offices, corridors, and the dining rooms revealed stained ceiling tiles. Tennessee Department of Health (TDOH). 1200-8-6-.08(2)