<table>
<thead>
<tr>
<th>(X4) ID</th>
<th>PREVIOUS TAG</th>
<th>SUMMARY STATEMENT OF DEFICIENCIES (EACH DEFICIENCY MUST BE PRECEDED BY FULL REGULATORY OR LSC IDENTIFYING INFORMATION)</th>
</tr>
</thead>
</table>
| N 832  | 1200-8-6-.08(2) Building Standards | (2) The condition of the physical plant and the overall nursing home environment must be developed and maintained in such a manner that the safety and well-being of residents are assured.

This Rule is not met as evidenced by:
Based on observations, it was determined the facility failed to maintain the nursing home environment as required.

The findings included:

1. Observations in room 606 on 3/14/11 at 2:14 PM, revealed the entry door finished veneer was damaged. Tennessee Department of Health (TDOH) 1200-8-6-.08(2)

2. Observations in room 510 on 3/14/11 at 2:50 PM, revealed the night light was not working. TDOH 1200-8-6-.08(2)

These findings were acknowledged by the Administrator and verified by the Maintenance Director during the exit interview on 3/14/11.