NHC HEALTHCARE, OAKWOOD
244 OAKWOOD DR
LEWISBURG, TN 37091

<table>
<thead>
<tr>
<th>ID PREFIX</th>
<th>SUMMARY STATEMENT OF DEFICIENCIES (EACH DEFICIENCY MUST BE PRECEDED BY FULL REGULATORY OR LSC IDENTIFYING INFORMATION)</th>
<th>ID PREFIX</th>
<th>PROVIDER'S PLAN OF CORRECTION (EACH CORRECTIVE ACTION SHOULD BE CROSS-REFERENCED TO THE APPROPRIATE DEFICIENCY)</th>
<th>COMPLETE DATE</th>
</tr>
</thead>
<tbody>
<tr>
<td>N 882</td>
<td>1200-8-6-.08(2) Building Standards (2) The condition of the physical plant and the overall nursing home environment must be developed and maintained in such a manner that the safety and well-being of residents are assured.</td>
<td>N 882</td>
<td>Light in Physical Therapy room was replaced. All lights were inspected to ensure they were working properly. All lights will be monitored Monthly to ensure they are working properly. Plant Operations Manager or his designee will monitor through QA until substantial compliance is met.</td>
<td>7/06/10</td>
</tr>
</tbody>
</table>

This Rule is not met as evidenced by:
Based on observation, it was determined the facility failed to comply with the state building standards.

The findings included:
Observations of the physical therapy room on 7/6/10 at 10:08 AM, revealed a light was burned out. Tennessee Department of Health 1200-8-6-.08(2)

This finding was acknowledge by the Administrator and verified by the Director of Maintenance at the exit conference on 7/6/10.