K 069
NFPA 101 LIFE SAFETY CODE STANDARD
- Cooking facilities are protected in accordance with 9.2.3. 19.3.2.6, NFPA 96
- This STANDARD is not met as evidenced by: Based on observation, the facility failed to assure commercial cooking equipment complies with NFPA 96.
- The findings include:
  - Observation on September 4, 2012 revealed the last semi-annual Commercial Hood Inspection was conducted in July 2011.

On September 4, 2012 the Commercial Hood Inspection was completed, and found to be in compliance.

The semi-annual Commercial Hood Inspection will be placed on the Maintenance Log and monitored by the Maintenance Director.

Maintenance Director will monitor for inspection compliance, and report findings to Administrator.