<table>
<thead>
<tr>
<th>K025</th>
<th>SS=E</th>
<th>NFPA 101 LIFE SAFETY CODE STANDARD</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td>Smoke barriers are constructed to provide at least a one half hour fire resistance rating in accordance with 8.3. Smoke barriers may terminate at an atrium wall. Windows are protected by fire-rated glazing or by wired glass panels and steel frames. A minimum of two separate compartments are provided on each floor. Dampers are not required in duct penetrations of smoke barriers in fully ducted heating, ventilating, and air conditioning systems. 19.3.7.3, 19.3.7.5, 19.1.6.3, 19.1.6.4</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

This STANDARD is not met as evidenced by:

Based on observations, it was determined the facility failed to protect the fire and smoke barriers.

The findings included:

1. On 5/6/13 at 6:45 AM, observation within the mechanical room next to the main hall #1 area revealed there was a one inch penetration in the corridor wall.

2. On 5/6/13 at 9:30 AM, observation within the ceiling area above the Station #3 Long Hall revealed a penetration in the header wall over the fire doors.

3. On 5/6/13 at 9:45 AM observation within the ceiling area above the Station #1 Long Hall revealed penetrations at the ends of two-3/4" diameter conduit pipes.

K025 – Penetration of smoke barriers.

On 5-15-13 the penetration in the mechanical room next to the main hall #1, the ceiling area above Station # 3 Long Hall and the ceiling area above the Station #1 Long hall were all sealed.

On 5-15-13 Maintenance department partners were in-serviced on penetrations in fire walls. Maintenance Director will monitor penetrations in fire walls weekly x 8. Findings of the quality assurance monitors will be reported by the Administrator to the Quality Assurance Committee which is made up of the following people: Medical Director, Administrator, Director of Nursing, Health Information Manager, Social Services Director, Falls Prevention Nurse, Facility Rehab Coordinator and Wound Care Nurse.
K 025  Continued From page 1
These findings were acknowledged by the Administrator and verified by the Maintenance Director during the exit interview on 5/6/13.

K 025