**NAME OF PROVIDER OR SUPPLIER**

FAIRPARK HEALTHCARE CENTER

<table>
<thead>
<tr>
<th>ID PREFERENCE TAG</th>
<th>SUMMARY STATEMENT OF DEFICIENCIES (EACH DEFICIENCY MUST BE PRECEDED BY FULL REGULATORY OR LSC IDENTIFYING INFORMATION)</th>
</tr>
</thead>
</table>
| K 067 SS-D        | **NFPA 101 LIFE SAFETY CODE STANDARD**

- Heating, ventilating, and air-conditioning comply with the provisions of section 9.2 and are installed in accordance with the manufacturer's specifications. 19.5.2.1, 9.2, NFPA 90A, 19.5.2.2

This STANDARD is not met as evidenced by:

- Based on observation, the facility failed to assure the proper air flow is maintained throughout the building.

The findings include:

- Observation on August 22, 2011 between 10:00 a.m. and 2:00 p.m. revealed the following clean linen areas with no positive air flow.
  1. 100 Hall with two (2) clean linen rooms.
  2. 200 Hall with three (3) clean linen rooms.

The HVAC Contractor is scheduled to begin installing positive air flow ventilation to clean linen/supply closets on both 100 and 200 halls on Tuesday 9/13/2011. Monitoring air flow, positive and negative, is included in the center's HVAC Preventative Maintenance Program conducted monthly by Plant Operations Director. Findings are reported to Performance Improvement committee at regular scheduled monthly meetings. Performance Improvement Committee includes Medical Director (quarterly), Executive Director, Director of Nursing Services, Asst. Director of Nursing, Case Manager, Staff Development Coordinator, MDS Coordinator, Nutritional Services Manager, Business Office Manager, Activity Director, Social Services and Admissions Director.

9/20/2011